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THE INTENT OF THIS PROJECT IS TO UPGRADE THE EXISTING FIRE ALARM AND TO BRING THE
SYSTEM UP TO CURRENT CODES AND ADA COMPLIANCE. EXISTING NON—ADDRESSABLE DEVICES
SHALL BE REPLACED WITH ADDRESSABLE DEVICES TO CONVERT THE FIRE ALARM SYSTEM
FROM A ZONE TYPE TO AN ADDRESSABLE SYSTEM. THE INTENT IS TO LEAVE EXISTING
INITIATING ZONE WIRING IN PLACE. ADDRESSABLE ID—NET EXPANSION MODULES SHALL BE
PROVIDED AND RETROFITTED TO THE EXISTING FIRE ALARM CONTROL PANEL, WHICH WILL
ENABLE THE EXISTING WIRING TO PERFORM AN ADDRESSABLE FUNCTION IN CONJUCTION WITH
THE NEW ADDRESSABLE DEVICES.

HORN/STROBE INDICATING DEVICES SHALL BE PROVIDED TO REPLACE EXISTING HORNS, AND
ADDITIONAL HORN/STROBES SHALL BE PROVIDED TO COMPLY WITH WITH ADA REQUIREMENTS.
IN MANY CASES, NEW INDICATING WIRING AND CONDUIT SHALL BE REQUIRED FOR THIS
UPGRADE, AND NAC PANELS SHALL BE PROVIDED TO POWER THE INDICATING CIRCUITS.

NEW CONDUIT SHALL BE RUN CONCEALED WITHIN THE EXISTING ACCESSIBLE CEILINGS AND IN
EXISTING PARTITION WALLS.

IN AREAS WITH NON—ACCESSIBLE CEILINGS OR MASONRY WALLS, NEW CONDUIT SHALL BE RUN
SURFACE MOUNTED. THE CONTRACTOR SHALL PAINT ALL CONDUIT TO MATCH THE EXISTING
WALL AND CEILING SURFACES. THE CONTRACTOR SHALL PROVIDE ALL MATERIALS AND LABOR
TO PENETRATE, CORE DRILL, PATCH, AND REPAIR (AND PAINT) EXISTING CEILINGS AND WALLS
FOR THE INSTALLATION OF WORK UNDER THIS CONTRACT.

ALL EXISTING WALLS EXTEND CONTINUOS ABOVE CEILINGS TO STRUCTURE. INSTALLATION OF
NEW CONDUIT WILL REQUIRE PENETRATIONS THROUGH EXISTING WALLS. THE CONTRACTOR
SHALL PROVIDE ALL CORE DRILLING AND SEALING OF PENETRATIONS AS REQUIRED.

VERIFY ALL EQUIPMENT DIMENSIONS AND LOCATIONS BEFORE BEGINNING ROUGH IN. CONSULT
ALL APPLICABLE CONTRACT DRAWINGS AND SHOP DRAWINGS TO INSURE NEC CODE
CLEARANCES REQUIRED AROUND ALL ELECTRICAL EQUIPMENT.

CONTRACTOR SHALL VERIFY ALL ELECTRICAL LOADS (VOLTAGE, PHASE, CONNECTION

REQUIREMENTS, ETC.) OF ALL EQUIPMENT WITH APPROVED SHOP DRAWINGS BEFORE
BEGINNING ROUGH IN.

SEE APPLICABLE SHOP DRAWINGS FOR ROUGH IN LOCATION OF ALL EQUIPMENT, WIRING
DEVICES, ETC. WHERE APPLICABLE MOUNT ALL WIRING DEVICES ABOVE BACK SPLASH EXCEPT
THOSE SERVING UNDER COUNTER EQUIPMENT. LOCATE DEVICES AS REQUIRED TO AVOID BEING
HIDDEN BEHIND OR ENCUMBERED BY CABINETS, MILLWORK, ETC.

ELECTRICAL BOXES SHALL NOT BE LOCATED IN MASONRY COLUMNS IN BRICK WALLS OR IN
GROUTED CELLS ADJACENT TO OPENINGS. COORDINATE LOCATION OF BOXES WITH MASONRY
CONTRACTOR.

ALL PENETRATIONS OF FIRE RATED FLOORS, WALLS, AND CEILINGS SHALL BE SEALED WITH
APPROVED MATERIAL TO MAINTAIN FIRE RATING OF SURFACE PENETRATED.

CIRCUITS EXTENDING OVER 70’ FOR 120 VOLT AND 165’ FOR 277 VOLT 20 AMP CIRCUITS
SHALL BE RUN WITH MINIMUM #10 CONDUCTORS.

i

STRUCTURAL UNIT

BEAM CLAMP OR HANGER

S

/

CLAMP AS REQUIRED BY

WEIGHT SUPPORTED.

ALL THREAD — SIZE
AS REQUIRED.

RACEWAY, 3/4” THRU 6"

CONDUIT HANGER

NOTES:

1. TIE WIRE AND OTHER TYPE
WIRE SHALL NOT BE USED AS A
COMPONENT OF ANY RACEWAY

HANGER SYSTEM.

2. USE EXPANSION ANCHORS FOR
CONCRETE STRUCTURE.

3. PROVIDE TRAPEZE STYLE,
MOUNTING CHANNEL RACKS WITH
SEISMIC BRACING FOR TWO
OR MORE CONDUIT RUNS.

FLECTRICAL SYMBOL SCHEDULE

SEE FIXTURE SCHEDULE FOR TYPE, MOUNTING AND WATTAGE.

HEIGHT MEASURED TO CENTER LINE OF THE BOX FROM THE FINISH FLOOR.
REFER TO DRAWINGS FOR DIRECTIONAL ARROWS.

SUBSCRIPT KEYS SWITCH TO FIXTURES CONTROLLED.

NEMA TYPE 'ND’ NON—FUSED UNLESS NOTED 'F’ (FUSED). USE 'HD’ 480 V.
HEIGHT TO BE THE LOWER OF EITHER 80" A.F.F. OR 6” BELOW CEILING.
PROVIDE H.O0.A. AND S.S. PUSHBUTTONS AS REQUIRED.

DOUBLE ARROWS DENOTE A DOUBLE FACE UNIT.

COORDINATE WITH MILLWORK SHOP DRAWINGS AND ELEVATIONS FOR HEIGHT.
SUBSCRIPT DENOTES NEMA CONFIGURATION.

HEIGHT MEASURED TO BOTTOM OF THE BOX FROM FINISH FLOOR.

SO0ONOORGNS

—

STANDARD MOUNTING HEIGHT UNLESS OTHERWISE NOTED ON PLANS
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X/P SYMBOL  DESCRIPTION MOEaHNC NOTES
STRUCTURAL UNIT M ONE CIRCUIT, TWO WIRE HOME RUN TO PANEL
/ BEAM CLAMPS OR 7= —=—=| 2 CIRCUT, 3 WIRE, COMMON NEUTRAL HOME RUN
REQUIRED BY - ———
REQUIRED BY 1 3 CIRCUIT, 4 WIRE, COMMON NEUTRAL HOME RUN
CONDUIT RUN CONCEALED IN WALL OR CEILING
RACEWAY — 3/4" TWRU 1" /e CONDUIT RUN CONCEALED IN FLOOR OR GROUND
RACEWAY — 3/4” THRU 1° O | CONDUIT UP
DETAIL SINGLE RACEWAY SUPPORT METHODS ® | CONDUIT DOWN
_— CAP
—— | CONDUIT STUB LOCATION
CO05_FK CONDUIT
O CEILING LIGHT FIXTURE CEILNG |1
FO WALL LIGHT FIXTURE AS NOTED |1.
O RECESSED DOWNLIGHT FIXTURE CEILNG  |1.
o ] FLUORESCENT LIGHT FIXTURE AS NOTED |1
> | FLUORESCENT EGRESS LIGHT FIXTURE AS NOTED | UNSWITCHED
X CEILING MOUNTED EXIT LIGHT CEILNG |[1.3.8.
LD NSULATING R WALL MOUNTED EXIT LIGHT AS NOTED |1.3.8.
BUSHING X -
$ SINGLE POLE SWITCH +4-0" |2
8 '_L $e SINGLE POLE SWITCH +4-0" |4 2.
'_}— $3 THREE—WAY SWITCH +4'-0" |2.
OVERSIZED SLEEVE
L REDUCER $+ FOUR—WAY SWITCH +4'=0" |2.
$K KEY OPERATED SWITCH +4'-0" |2.
SOMPER - $P SWITCH WITH PILOT LIGHT +4-0" |2.
$° VARIABLE INTENSITY SWITCH +4'=0" |2.
$™ | mMER swiTcH +4-0" |2
LOW VOLTAGE TRANSFORMER
=S DUPLEX RECEPTACLE AR OER 9. 11.
+24" OR
a © \p | WEATHERPROOF RECEPTACLE N oteD |2- 9.
DETAIL @ EXPANSION & PULL BOX FITTING =< ) GROUND FAULT INTERRUPTER DUPLEX RECEPTACLE | 4&'Soram |9. 11.
M001-BB D) TELEVISION OUTLET (MATV) AT [ 11.
> TELEPHONE OUTLET A1 oy [ 9. 11, >_
2 CALL SWITCH +4-0" |2
x| ) HO CLOCK OUTLET +7'-6" |8. _I
Q P
3 —=— SKYLIGHT WELL CLOCK/SPEAKER COMBINATION +7'-6 |
(AWAY FROM DIRECT SUNLIGHT) ® —
- TYPE 1 SPEAKER (SECURITY TYPE
- 1 ( )
6" MIN. CEILING LINE OR STRUCTURE SOUD BEAM @2 TYPE 2 SPEAKER (RECESSED) WALL/CLG O
| PR A sTeose M INTERCOM MASTER TELEPHONE <
DETECTORS ON -
BOTH SIDES OF Q@ JUNCTION BOX ('F’ IN FLOOR) AS NOTED IE
FIRE ALARM PULL STATION DEEPER THAN
18 INCHES ] PANEL BOARD o8 4
v MAIN DISTRIBUTION PANEL _l N
- [ 487 MAXIMUM (TO CENTER OF OPERATING HANDLE) M| TELEPHONE TERMINAL BOARD < %
O BELL +7'-6" — -
FIRE ALARM MANUAL STATION +4'=0" | 2. I @)
’ » LIJ
>[HK] FIRE ALARM SIGNAL HORN/STROBE PROJECTORS +6'-8" | 6. 2 A%
’_ » m
FINISHED FLOOR FIRE ALARM SIGNAL HORN/STROBE +6'-8" | 6. I I I % O
SMOKE DETECTOR CEILING D O =
© DUCT SMOKE DETECTOR MTD. IN DUCT o
D — LL
DETAIL @ MOUNTING HEIGHTS OF HEAT DETECTOR CEILING L I CD 5@
B0045-BB OBl | FIRE/SMOKE DAMPER ! '®) Z:I
O DOOR HOLDER AS NOTED < LLI > S
FLOW SWITCH L @)
CENCRETE TOO0R StAB ) PIPE WITH ALK OR. % ° .F! S
_\ FLUSH TO SURFACE OF TAMPER SWITCH - N
( WATER FLOOD INDICATOR m I I I @) é
X S [ ") 0.S. & Y. VALVE/SPRINKLER RISER SEE DIAGRAM I | I m n -
METAL PIPE ———— SUPPORTING MATERIAL: USE_FIBERGLASS [R] FIRE ALARM RELAY =>Z
OR CoNDUT NEED ONLY ENOUGH 0’ SUPPORT WEIGHT A ¢ D a =
L NEERAIK Ok BUTH. FIRE ALARM CONTROL MODULE 0 S »
1.2 0R 3 HOUR MM] FIRE ALARM MONITOR MODULE ( ) ( ) T E (LI/J)
| 1/4" BEAD SEALANT BOCK WAL | FIRE ALARM STROBE +6'-8" | 6. LL] < o
> DURESS PUSHBUTTON +4'=0" LIJ xXo 0
— > U B DO0R QO ) P8 £
— Use WRAP STRPS . —_— 2 SECURITY SYSTEM DOOR SWITCH B LA <
METAL PIPE
| WATERAL N\ METAL PIPE. 2 SECURITY SYSTEM OVERHEAD DOOR SWITCH CEILING | MOUNT AS PER. MAN
> MAGNETIC SHEAR LOCK
N4 4
J N\ B SECURITY MOTION DETECTOR NOUNT AS PER. MAN
HOUR OR 2 HOUR RATED / ELECTRIC DOOR LOCK
;TUD WALL OR CEILING. SOMER CAULK %Arrl'{hh 3/§LLPU"Y u
ﬁl{‘%ﬁg Eop ACCESS CONTROL CARD READER +4'—0" |2.
5%‘,2,35,"3#"3) — CLOSED CIRCUIT TELEVISION CAMERA AS NOTED
GING OF ]
a CAULK) ¢ DOOR POSITION INDICATING SWITCH
DETAIL @ FIRE RATED PENETRATIONS ARCHITECTURAL ROOM NUMBER
B0045—BB LIGHT FIXTURE (LETTER DESIGNATES TYPE)
ED EQUIPMENT NUMBER
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120 VAC W/
GROUND

120 VAC W/
GROUND

'NACI3'

TYPICALISTROBE/HORN
TRANSPONDER

8 STROBESIPERICIRCUIT

24HORNSPERICIRCUIT

NOTES:

1)/ONLY USEOUTSIDE/MOUNTINGHOLES
TOMOUNTITRANSPONDER/PANELS

2)[ENTERICONDUITIANYWHEREON
TRANSPONDERIEXCEPTTHROUGHBACK

3)[PANELSSHALL BE[SURFACEIMOUNT.

4)MAXIMUMIOF 12[CKTSIPERITRANSPONDER
PANEL

5)[IDOINOTINSTALL/ANY SMOKEDETECTOR
CLOSERITHANBFEETTO/ANIAIRISUPPLY

STROBE/HORN CIRCUITS
MAX 8 STROBES PER CIRCUIT
MAX 24 HORNS PER CIRCUIT

HORN/STROBE(TYPICAL)

© ©

3/4” CONDUIT FOR
BATTERY CABLES

BATTERYCABINET

[ M/ '
+ + 0
CABINETSIZE

10" HIGH

22"(WIDE

8"DEEP

GRILL.
LOCATED IN
HOUSING UNIT A
CABINETISIZE
38"HIGH
21"WIDE
4"[DEEP
'NACI5'
TYPICALISTROBE/HORN
TRANSPONDER
8:STROBESIPERICIRCUIT
24 HORNSIPERCIRCUIT
NOTES:

1)/ONLY USEOUTSIDEIMOUNTINGHOLES
TOMOUNTITRANSPONDERPANELS

2)[ENTERICONDUITIANYWHEREON
TRANSPONDERIEXCEPTTHROUGHBACK

3)[PANELSSHALL BE[SURFACEIMOUNT.

4)MAXIMUMIOF 12[CKTSIPERI TRANSPONDER
PANEL

5)[IDOINOTINSTALL/ANY SMOKEDETECTOR
CLOSERITHANBFEETTOANIAIRISUPPLY

GRILL.
LOCATED IN
HOUSING UNIT C
CABINETISIZE
38"HIGH
21"WIDE
4"DEEP

STROBE/HORN CIRCUITS
MAX 8 STROBES PER CIRCUIT
MAX 24 HORNS PER CIRCUIT

HORN/STROBE(TYPICAL)

'NAC4'

TYPICALISTROBE/HORN

STROBE/HORN CIRCUITS
MAX 8 STROBES PER CIRCUIT
MAX 24 HORNS PER CIRCUIT

EXISTINGFIREIALARM

EXISTINGFIREIALARM

STROBE/HORN CIRCUITS
MAX 8 STROBES PER CIRCUIT
MAX 24 HORNS PER CIRCUIT

SMOKE
DETECTOR

NORMALLY'OPEN
CONTACTDEVICE
TYPICALOF
PULLSTATIONS

47K
EOL
-
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ASDI/ADBF

CONTROLRELAY o
TYPICALOF

ELEVATOR CAPTURE
FIRE DOORS
ATCPANELS

CO NO NC

YELVIOL
MONITORING
MODULE
AMM2

BLACK

6 4 5
RELAY

AOM

ANALOGLOOP #12
WIRING SHALLBE 2 #14 TWISTED PAIR

SMOKE

2+ HEAT
DETECTOR
1 ATD/ADBF

DETECTOR

ASDIADBF

TYPICAL OF ALL ANALOGLOOPS

MONITOR MODULE
AMM4

DUCTDETECTOR
4 DH500

ARBC

FAN/DAMPER/DOOR HOLDER AUXRELAY BOARD

RELAY CKT.(CM)
21#14'S LOOPED
NC  NO

ARBC
AUXRELAY BOARD

NC NO C o+ NC NO C

ARBC
AUXRELAY BOARD

|

—— 120VAC

MAX. 10AMPS

FIRE DAMPER

FIRE DAMPER

FIRE DAMPER

© ©

3/4” CONDUIT FOR
BATTERY CABLES

BATTERYCABINET

1 M/ i
+ + 0
CABINETSIZE

10" HIGH

22"(WIDE

8"DEEP

STROBE/HORN CIRCUITS
MAX 8 STROBES PER CIRCUIT
MAX 24 HORNS PER CIRCUIT

L

120VAC
MAX. 10AMPS

120VAC DOORHOLDER

120VAC DOORHOLDER

120VAC DOORHOLDER

120VAC DOORHOLDER

HORN/STROBE(TYPICAL)

TRANSPONDER CONTROLIPANEL 'PULLBOX'
8[STROBESPERICIRCUIT SIMPLEX([4100
24 HORNSIPERICIRCUIT ADDRESSABLE
HORN/STROBE(TYPICAL)
NOTES:
1)IONLY [WSEOUTSIDEMOUNTINGHOLES
TOMOUNTITRANSPONDERIPANELS
2)[ENTERICONDUITIANYWHERE ON
TRANSPONDEREXCEPTTHROUGHBACK
3)[IPANELSSHALLBESURFACEMOUNT. @
4)IMAXIMUMIOF 112[CKTSIPERITRANSPONDER
PANEL @
5)[IDONOTINSTALLIANYSMOKEDETECTOR
CLOSERITHANBFEETTOANAIRISUPPLY
GRILL.
LOCATED IN LOCATED IN
HO‘D%?@E%J# 5 MECHANICAL RM. MECHANICAL RM.
ADMIN BLDG ADMIN BLDG
CABINETSIZE
38"MHIGH
21"'WIDE
4"DEEP
120 VAC W
GROUNé 3/4” CONDUIT FOR
BATTERY CABLES
BATTERYCABINET
[ /) —
+ + 0
CABINETSIZE
10" HIGH
22"\WIDE
8"DEEP
TYPICAL FOR 2PANELS
NAC 1AND NAC2
STROBE/HORN CIRCUITS
MAX 8 STROBES PER CIRCUIT
VNACLBV MAX 24 HORNS PER CIRCUIT 'NAC'
TYPICALISTROBE/HORN SIMPLEXIDINET TYPICALISTROBE/HORN
TRANSPONDER MODULE TRANSPONDER
8[STROBESPERICIRCUIT 8[STROBESPERCIRCUIT
24 HORNSIPERICIRCUIT 24 HORNSIPERICIRCUIT
HORN/STROBE(TYPICAL)
NOTES: NOTES:
1)IONLY [WSEOUTSIDEMOUNTINGHOLES 1)IONLY [WSEOUTSIDEMOUNTINGHOLES
TOMOUNTITRANSPONDERIPANELS TOMOUNTITRANSPONDERIPANELS
2)[ENTERICONDUITIANYWHERE ON 2)[ENTERICONDUITIANYWHERE ON
TRANSPONDEREXCEPTTHROUGHBACK TRANSPONDEREXCEPTTHROUGHBACK
3)[IPANELS SHALLBESURFACEMOUNT. @ 3)[IPANELSSHALLBESURFACEMOUNT.
4)IMAXIMUMIOF 12[CKTSIPERITRANSPONDER 4)IMAXIMUMIOF 112[CKTSIPERITRANSPONDER
PANEL PANEL
5)[IDONOTINSTALLIANYSMOKEDETECTOR @ 5)[IDONOTINSTALLIANYSMOKEDETECTOR
CLOSERITHANBFEETTOANAIRISUPPLY CLOSERITHANBFEETTOANAIRISUPPLY
GRILL. GRILL.
LOCATED IN LOCATED IN
Hobos?ﬁgEﬂNl# b MECHANICAL RM. MECHANICAL RM.
ADMIN BLDG ADMIN BLDG
CABINETSIZE
38"MHIGH
21"'WIDE
4"DEEP
120 VAC W
GROUNé 3/4” CONDUIT FOR

BATTERY CABLES

BATTERYCABINET

[ M/ i
+ + 0
CABINETSIZE

10" HIGH

22"(WIDE

8"DEEP

BATTERYCABINET

3/4” CONDUIT FOR
BATTERY CABLES

[ —/ =
+ + 0
CABINETSIZE

10" HIGH

22"(WIDE

8"DEEP

e TOFANSHUTDOWN
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PLAN
NORTH
@ PROJECT SITE PLAN
17 = 40 0 20° 40’ 80’
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GENERAL NOTES

. EXISTING CONDUITS FOR FIRE ALARM WIRING TO HOUSING UNIT D ARE PER EXISTING DESIGN

DRAWINGS RELATED TO WORK PERFORMED IN 1991, AND IS SHOWN FOR REFERENCE. THE
ACTUAL ROUTINE MAY DIFFER.

SHEET KEYNOTES

<I> (3) EXISTING 3/4" CONDUITS FROM HOUSING UNITS TO THE EXISTING FIRE ALARM CONTROL

PANEL LOCATED IN THE ADMINISTRATION BUILDING. CONDUITS CONTAIN WIRING FOR FIRE ALARM
AND DURESS ZONE.
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GENERAL SHEET NOTES BNA

1. ALL EXISTING NON—ADDRESSABLE SMOKE DETECTORS SHALL BE REMOVED. PROVIDE NEW CONSU I—Tl N G
ADDRESSABLE SMOKE DETECTORS, REFER TO SHEETS E4-1, E4-2, E4-3, E4—4, AND E4-5 FOR
NEW DEVICE LOCATIONS.

635[Fouth[Ptate[Ptreet
2. ALL EXISTING NON—ADRESSABLE MANUAL PULL STATION SHALL BE REMOVED. PROVIDE NEW SaltLake[Tity,[Utah[B4111
ADDRESSABLE PULL STATIONS, REFER TO SHEETS E4—1, E4—2, E4—3, E4—4, AND E4—5 FOR NEW
DEVICE LOCATIONS. P.801 5322194
3. ALL EXISTING FIRE ALARM HORNS SHALL BE REMOVED. PROVIDE NEW HORN/STROBES REFER TO F:801.532.2305
SHEETS E4—1, E4—2, E4—3, E4—4, AND E4—5 FOR NEW DEVICES.

4. THE EXISTING INITIATING DEVICE LOOP WIRING SHALL REMAIN AS—IS WITH NO MODIFICATIONS. www.bnaconsulting.com

SALTLAKE[TST.GEORGE[TMAS[YEGASMPHOENIX

© 2005 BNACONSULTING

SHEET KEYNOTES

REMOVE EXISTING DEVICE AND REWIRE TO BYPASS THIS DEVICE, PROVIDE BLANK COVER, PAINT
TO MATCH EXISTING SURFACE.

- — — - — — - — — — — — — — — _ — — — — — — — — T — — A
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STAFF
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BD. RM.
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PANTRY
BD. RM. I
BD. RM.
DAY RM.
BD. RM.
GROUP RM.
BD. RM.
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LINEN
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STOR. STOR.
—— . . BD. RM.
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DAY RM. DAY RM.
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GENERAL SHEET NOTES

1. ALL EXISTING NON—ADDRESSABLE SMOKE DETECTORS SHALL BE REMOVED. PROVIDE NEW
ADDRESSABLE SMOKE DETECTORS, REFER TO SHEETS E4-1, E4-2, E4-3, E4—4, AND E4-5 FOR
NEW DEVICE LOCATIONS.

2. ALL EXISTING NON—ADRESSABLE MANUAL PULL STATION SHALL BE REMOVED. PROVIDE NEW

ADDRESSABLE PULL STATIONS, REFER TO SHEETS E4-1, E4-2, E4-3, E4—4, AND E4—5 FOR NEW
DEVICE LOCATIONS.

3. ALL EXISTING FIRE ALARM HORNS SHALL BE REMOVED. PROVIDE NEW HORN/STROBES REFER TO
SHEETS E4-1, E4-2, E4-3, E4—4, AND E4-5 FOR NEW DEVICE LOCATIONS.

4.  THE EXISTING INITIATING DEVICE LOOP WIRING SHALL REMAIN AS IS WITH NO MODIFICATIONS.
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GENERAL NOTES
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ADDITIONAL DEVICE ADDED COMPLETE WITH BOX, DEVICE, CONDUIT AND WIRE.

PROVIDE AN ADDRESSABLE REMOTE ANNUNCIATOR (READOUT AND AUDIBLE ALARM) TO REPLACE
THE EXISTING DURESS INDICATING LIGHT PANEL.

PROVIDE CONTROL MODULE AND RELAYS AS REQUIRED FOR FAN SHUTDOWN, WITH CONDUIT AND
WIRING CONNECTIONS TO FAN CONTROLS.
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SHEET KEYNOTES

@ ADDITIONAL DEVICE ADDED COMPLETE WITH BOX, DEVICE, CONDUIT AND WIRE.

@ PROVIDE MONITOR MODULES WITH CONDUIT AND WIRE CONNECTIONS TO FIRE SPRINKLER VALVE
TAMPER AND FLOW.

@ PROVIDE CONTROL MODULE AND RELAYS AS REQUIRED FOR FAN SHUTDOWN, WITH CONDUIT AND
WIRE CONNECTIONS TO FAN CONTROLS.
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